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1)

2)

Sr. No Vol. No. & Section No. Page No. Main Clause Clause No. As per EPC Tender 
(GIPCL/RE PARK/PSS/Phase-1) Bidder's Queries GIPCL reply / clarification to Pre Bid Queries

1 Consolidated Response to 
bidders queries 30 Sr. No. 300 & 

301

...Bidder shall guarantee 98% availability of the pooling substation for one (1) year from the date of trial 
operation. In case this is not achieved this period shall be further extended to one year from the date of 
repair of the equipment, until such availability is achieved.Bidder shall  maintain full-fledged supervisory 
staff until such period. Any disruption in the CTU side shall not account for reduction in availability of the 
pooling substation (PSS-1).

As per the pre-bid clarification no. 300 & 301 (page-30), the response is to refer tender 
conditions.

In general, the guarantee of system availability is not included in EPC scope by any state 
and central utilities for the substation tenders. Considering the requirement is new to the 
EPC bidder,  we request your detailed requirments for the same (complete detailed 
fourmula and methodoloy for calculation of availability, including clarity on how it will be 
calculated in case of deemed comissioning/Generation capadity is less than rated 
power/Unavailability of incoming or outgoing feeder etc.) or request to delete the availability 
guarantee from the bid.

Availability will be calculated as follows:
Availability=(Substation Availability for transformation of 
Generation in MWh) / (8760*1200)

The availability will be calculated on pro rata basis based on 
the generation transformation capacity available during the 
guaranteed period.

Bidder is responsible for guarantee 98% availability of the 
PSS-1 including the time requirement for preventive 
maintenance. However, the planned preventive maintenance 
carried out during non-generating time and approved 
by/granted by GIPCL shall be excluded from calculation of the 
outage hours for the purpose of guaranteed availability. 

No Change in Tender Conditions. Bidder shall Comply with 
Tender Conditions

Consolidated Response to Bidder's Queries -3

Tender Enquiry document for Pooling Substation 400/33 kV(PSS-1, Phase-I & Phase-II of 600 MW Each) of Solar/Wind/Hybrid RE Park of 2375 MW Capacity at Great Rann of Kutch area, Gujarat  (RFP No. GIPCL/RE Park/PSS/Phase-I Dtd. 07.04.2022)

Queries received through various email(s).


